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NOTES:

1. AR RELEASE RISER AND PVC PIPE HOUSING SHALL BE PLACED AND MAINTAINED IN VERTICAL POSITION.
2. METALLIC THREADS TO BE COATED WITH BITUMASTIC COATING.

3. FOR MANHOLE/VALVE BOX IN GRASS AREAS, SEE SS 21.0 SHEET 1 OF 1.
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